1. SEE DWG. A8 FOR EXACT LOCATIONS OF CEILING ELEMENTS.
2. AL NEW MIRING DEVICES AND COVER PLATES TO BE WHITE.
3 REPLACE ALL (E) WIRING DEVICES AND COVER PLATES WITH NEW, TO BE COLORED WHITE
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(2) RePLAE 3-WY LIGHT SWTCH WITH SHGLE POLE SWTCH.
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(9 ReL00NTE @) FTURES N R 1175 AS SHOW.
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(8) RELOOATE Ru 1165 LGHT SWIGHES TO HEW LOGKTON SHOWN.

(3) RELSOATE (E) SUOKE DETECTORS IN RS 1165 & 11858 AS SHOW.
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(N) 2X¢ LY—IN TROFFER FLUGRESCENT FIXTURE (TO MATCH EXISTING)

:

(N) 2X2 SURFACE MOUNTING FLUORESCENT FIXTURE, 2-32NT8 LAMPS, PARABOLIC GRID
ELECTRONIC BALLAST.

(N) EXIT SIGN, GREEN LED LAMPS, WHITE HOUSING, SINGLE FACE, SURFACE MTS.,
120/2TN WITH EMERG. BATIERY POWER PACK, FIRE ALARM FLASHING INTERFACE,
EXIT SIGN DIRECTION INDICATED BY ARROW. EXIST SIGNS TO BE CONNECTED

[} UPSTREAM OF LIGHTING SWITCHES AND OCCUPANCY SENSOR CONTROLS.

__4’_.__@) (o (6 UG SN 3 - WA ° DONTES FTRES SWTHED

x?’ (N) LIGHT SWITCH; '3’ = 3-WAY; 'X' DENOTES FIXTURES SMITCHED

® (E) OCCUPANCY SENSOR
3/16" = 1"=0" ® RELOCATED (E) OCCUPANGY SENSOR
(N) PA SPEAKER

(E) CELING SMOKE DETECTOR

(E) UNDER FLOOR SMOKE DETECTOR

(E) FRE AWM BELL
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(N) FIRE ALARM STROBE LIGHT, AT +84"

—_—-— (N) FIRE ALARM SYSTEM CONDUIT, 3/4°C., UON.
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